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Northwest Environmental Solutions, Inc.

Fax Cover Sheet

To: Krystal Rodriguez / Arthur Buchan May 12, 2011

Fax No. 509-575-2809 and 425-649-7161

From: Kevin Wilkerson

Site: Flying B #27 — Ellensburg, WA, Cathodlc Protection

1) Signed test form

2) New tap settings from 8/2010 — were not noted on the inspection form.

3) Kevin Wilkerson adjusted after the initial Inspection by Mr. Arthur Buchan in June of 2010

4) Test piping on Unleaded, note the Super tank Is impressed with steel lines, verified by continuity
test and CP test. There are direct burial cables around the 4000 gallon super unleaded tank, SIS
data base states FRP lines and Coated Steel. The Galvanic system is the split compartment as
noted on ISIS. Sorry for the missing data from prior test,
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1 EPARTMENT OF Underground Storage Tank
e ECO LOGY Impressed Current Cathodic Protection
- State of Washington Evaluation Checklist :
l. UST Facility Il._UST Owner
Facility Compllance Tag # 1363 Name: Shop Stop LLe
UBI: 602879425 Address: 1611 8, Canyon
City: Ellensburg | state: wa | ziP; 98926
Facility Name: Flying B #29 Phone! 509-926-9270
Address: 1611 S. Canyon lll. CP Tester
City: Ellensburg Tester's Name! Kevin Wilkersan
Caunty: Kittatas Company Name: NES, Inc
State: WA Address: POB 1583
ZIP; 98926 City: Sumuer | state: wa__| zIP: 98390
Phone: 5019-925-9270 Phone: 253-241-6213
Certification Type: JCC
Certifioation Number: 5012674 | Exp: 01/12

IV. Cathodic Protection Tester's Evaluatibn

| Pass | certify that the oriterla used to evaluate whether cathodic protection is adequate, as required
by the WashlIngton State Underground Starage Tank Regulations, were In accordance with a

iy

O Fail code of practic l,gped by a nationally recognized association (e.g. NACE),
CP Tester's Signature: = Date CP Survey Peranned:
SA11 S~

V. Retrofit or Repair Design

All retrofitting or repair:(to‘DF systems shall be designed by a Corroslon Expert, | certify that [ am a Corrosion Expert
qualified to engage In #e practice of corrosion control on buried or submerged metal piping systems and metal tanks,
| have attached coples of the retrofit/repair design and of the Underground Storage Tank Retrofit and Repalr
Checklist.

Corrosion Expert's Name: National Recognized Organization:
Company Name: Certification Number:
Corrosion Expert's Signature: Date:
VI. Criteria Applicable to Evaluation
Continuity Test X PASS [ FAIL USTs must show continuity using an approved testing method
Nea. 860 X g :::,fs Tanks | A negative polarized potential of at least 850 mV relative to a
In s?ént off Fl Pase saturated copper-copper sulfate reference electrode (Instant Off
X 0 Fai Plping | Potential).
x|3 3% | Tanks .
100 mV Pol [ Fail A minimum of 100 mV of eathodic polarization between the structure
m . |2 %ETB Piping | Surface and a stable refarence electreds contacting the electrolyte,
Jdra
VIl. Action Required as a Result of this Evaluation
£ NONE Cathadio Protection is adequate, No further action is necessary at this time,
[J] RETEST Cathodio Protection may not be adequate. Retest is necessary,
(7] RETROFIT/IREPAIR and RETEST | Cathodlc Protection Is not adequate. Retrofitting or Repalring Is necessary.

"Remarks (Include type of geer; Ex: Multi-meter); Fluke 73 TII and McMiller - Test tank Unlcaded, Diescl and Super.
Test product lines: Unleaded and Super
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VIIl. Impressed Current Rectifier Data
Rectifier Rectifier Model
Manufacturer Universal Number $sp
4 y ;
e Velo Rectifier Serial
Rated DC Output 8 Amps Number 881571
Rectifier “As Found” Data
(*) AC lunput Voltage Volts | DC Voltage on Panel Meter 46  Volts
DC Voltage on Rectifier
e :
(*) AC Step-Down Voltage | _ Volts Output Termingl 46.6 Volts
Tap Settings C-4 F-1 DC Amps on Panel Meter 1 Amps
Secondary Taps Hz (*) Shunt Rating 50/10
(*) Cycles 4)  Shunt Measurement mV
DC Output Hz ) isbe -
DC Amps from Shunt Reading | 5 Amps
Rectifier “As Left” Data
(*) AC Input Voltage e WO DC Voltage on Panel Meter 46 Volts
DC Voltage on Rectifier
#
(*) AC Step-Down Voltage Volts Output Terminal 466 Volts
Tap Settings | C-4 F-1 DC Amps on Panel Meter 4 Amps
Secondary Taps Hz (*) Shunt Rating 50/10
(*) Cycles (*) Shunt Measurement mV
DC Output Hz ,
DC Amps from Shunt Reading | 5§ Amps
IX, Individual Anode Data
Complete only if Anode Measurements can be taken independently
“As Found”
Anode # 1 2 3 4 5 6 7 © 8 9 10
Volts
Amps
“Ag |eft”
Anode # 1 2 3 4 8 6 7 8 9 10
Volts
Amps

X. Remarks (Describe any modifications that were made to the CP System)

Remarks/Other:

B3
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XI. Impressed Current Cathodic Protection System Continuity Survey

Struclure A™

Structure "B"

Point "A” to Polnt
*B" or Fixed Cell
Locatlon =30

Structure A™
Fined
Voltage -30'

Siructure "B”
Flixed
Vollage ->30'

Peoint ta Point or

Fixed Voltage
Difference

Methed and
Standard
Used (e.g.
RP-0285,
ROS51)

1D-Riser

Turbine

NW Corner (30)

1.568

1,566

nnz2

Tixed RO51

2U-~Riser

Turhine

1.567

1.566

on

38-3" Cap

Turbine

1.569

1.569

0

1D-Riser

Negative

1.568

1568

000

L

2U-Riser

Negative

1,567

1,566

{111]]

38-Riser

Negalive

1.569

1.569

non

2U-Riser

N-Disp PL

1.567

1.564

003

2U-Risor

C-Disp PL

1.567

1.563

S-Disp PL

1.567

1.567

| 2U-Riser

3S8-Riser

N-Disp PL

1.569

1.569

i

38-Riser

C-Disp PL

1569

1.569

000

| 3S-Riser

S-Disp PL

L.56Y9

1.568

o001

Fixed ROS1

| 1 Fait

Conlact

Half Cell
Location

Local Voltage
(ON),

Local Voltage
(instant OIf)__

Loca
(Dep

| Voltage
olarized)

Voltage
Change

Pass or
Fail?

Method and
Standard
Used

L Structure

| UST 1-D

"Turbine

_Point

NW (30)

~1.567

-i74

109mV

[l Pesa
O Fall

100 mV Pol,
RPN28S

UST 2-U

4" Cap

-.629

UST 3-S

3“ C__ﬂj

=671

[ Pacs

119mV I ,Fal[ -
Fass

110mV

O Fail _,

L] Pass
O Fall

Tinc2

Disp 3/4

~G69

112mV

Pass
1 Fall

Linc 3

Disp 172

-629

109mV

[0 Pass
O Fail

100 mV Pol.
RP0285

[J Pass
] Fall

[ Pass
Fail

Pass
[ Fail

[] Pass
[ Fall

Pass

O Fall

[ Pass
| [ Fail

[ Pass
Il

Pass

E | Fail
Pass

] Fail

] Fail
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Xill. UST Site Plan. Diagram the UST System, including tanks, piping, and dispenser
locations, approximate scale, and any other notable structures/physical festures. Indicate
north with amow. Include the cathodic protection test locations used during this testing.

The test points must be easily identifiable, so that testing can be reproduced and your
results verified,

. 1 el ... -~
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XIV. Washington State Department of Ecology 60-Day Record of Rectifier Operation

UST Owner

UST Facility

Name: Fiying B #29

Name: Flying B #29

Address: 1611 Canyon Rd

Address: 1611 Canyon Rd

City: Ellensburg | State: wa | ZIP: 98926 | City: Ellensburg | State: wa. | ZIP: 9a926
| Rectifier Rectifier Model
Manufacturer Universal Number S5P
48 Volts Rectifier Serial
Rated DC Output 8 Amps Number 881571

What is the “as designed” or most recently recommended rectifier range?

VYOLTS:

42 TO 50

AMPS:

S TO 13

IIf Volt/Amp readings recorded below are out of recommended ranges, contact your
service provider.!!

60 Day Log of Rectifier Operation

i Rectifier
Da e Turned | Tap Hour | Inspector
Inspected | On? Seftings Velts | Amps | Meter | Initials Comments
5/11/11 Yes 4-1 46 2| KwW 3 Year Inspection
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TRANSMISSION VERIFICATION RESORT

TIME : B5/13/2811 @7:10
NAME 1 FEDEX OFFICE
;g-x 263--841~3484

SER.H : DOBABJSS7744

5505

DATE, TIME B5/13 07188
FAX NO. /NAME 14256497161
DURATION 00:82: 86
PAGE (S) a7
RESULT oK
MODE ) STANDARD

ECM




85/13/2811 B87:12 25 g41-3484 FEDEX OFFIC 5585 PAGE
TRANSMISSION VERIFICATION RESORT :
: @6/12/2911 21:85 ¢
TAVE © PBbR% GfFlce 5605
;ELX - 253——B841-3484
GER.# : ©0BGBIIT7744
05/12 21:64
DATE'TII\KEE\ME 150957528039
Efé Aﬁm gg 1@1:47
D -
NODE EoH
: - / 7
'\\\___
%Ofﬁce.
Y 12,2011
et s ‘i’ *
Paga-
Qy D‘"ﬁpunn I
s Y W [
BsFax [? mesﬂc Seng Amount
‘ .28
Subrm, .
Taxeg
Totaj 1’:.52
15
Tha 15.67
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